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Karnataka State Fire {@)

C.NO: 26/RFO/KLB/Range/FSR/2026

ANNEXURE-1
Group B, Educational Buildings
( These condition are indicative and not exclusive all relevant provisions related to fire and
life safety of NBC 2016 are mandatory.)

And _Emergency Services

Date: 07-02-2026

To,

The Principal

Shri Damodar Raghoji Memorial,

School Located at Plot No 35, 36, 49,

50 CTS No 286 Sheet-232 Sy No 127/A
Kapanoor Village Behind T.V Station
Humnabad ring road Kalaburagi-585104.

Sir,

Sub: Issue of “Fire Safety Recommendation “with respect of fire prevention, fire
fighting and evacuation measures required to “Shri Damodar Raghoji Memorial,
School Located at Plot No 35, 36, 49,50 CTS No 286 Sheet-232 Sy No 127/A
Kapanoor Village Behind T.V Station Humnabad ring road Kalaburagi-

585104-reg.

Ref: 1) Your request letter dated: 08-12-2026
2) DFO Kalaburgi Inspection report No. C.NO:19 /DFO/KLB/INS/2026
DATE: 03/02/2026
kdekdk dhedkk Fkkkk
With reference to the subject above cited, the premises of “Shri Damodar Raghoji
Memorial,School Located at Plot No 35, 36, 49,50 CTS No 286 Sheet-232 Sy No 127/A
Kapanoor Village Behind T.V Station Humnabad ring road Kalaburagi-585104-was inspected
by the District Fire Officer, kalaburgi on 23-12-2025 with respect to fire prevention, firefighting

and evacuation measures to be Provided in the above premises and Submitted building details as

under

01 Name and Address of the

Applicant.

A. Details of the building / premises :-

The Principal

Shri Damodar Raghoji Memorial,

School Located at Plot No 35, 36, 49,50 CTS No 286
Sheet-232 Sy No 127/AKapanoor Village Behind
T.V Station Humnabad ring road Kalaburagi-585104-
Under Shri Damodhar Raghoji Private Trust ®
Kalaburagi.

02 Name and Address of the

premises.

Shri Damodar Raghoji Memorial, School Located at
Plot No 35, 36, 49,50 CTS No 286 Sheet-232 Sy No
127/AKapanoor Village Behind T.V  Station
Humnabad ring road Kalaburagi-585104- Under Shri
Damodhar Raghoji Private Trust ® Kalaburagi.

03 Name and address of the

Building owner

The Principal

Shri Damodar Raghoji Memorial,School Located at
Plot No 35, 36, 49,50 CTS No 286 Sheet-232 Sy No
127/AKapanoor  Village Behind T.V  Station
.Humnabad ring road Kalaburagi-585104-Under Shri

{ Damodhar Raghoji Private Trust ® Kalaburagi.
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04 | Number of buildings 01 No’s of Building.
05 | Number of floors Ground floor + 4 Upper floors.
06 | Floor-wise details of occupancy:-
Ground floor Class rooms-06 No’s
Office room-01 No
Staff room-02 No’s
Principal room-01 No
Chairman room-01 No
Sports room-01 No
Pantry room-01 No
Toilet room-02 No’s
1* floor Class rooms-09 No’s
Lab-01 No
Library-01 No
Toilet room-02 No’s
2" floor Class rooms-09 No’s
Lab-01 No
Library-01 No
Toilet room-02 No’s
3 Floor Class rooms-09 No’s
Lab-01 No
Library-01 No
Toilet room-02 No’s
4" Floor Rooms-02 No’s
08 | Height of the building 18. 05 Mtrs
09 | Site area 1300.64 Sq Mtr
10 | Built-up area of each floor:-
Ground floor 445.93 Sq mtrs
1* floor 445.93 Sq mtrs
2" floor 445.93 Sq mtrs
3rd floor 445.93 Sq mtrs
4th floor 193.14 Sq mtrs
10 | Total built-up area 1976.86 Sq Meter
11 Surrounding properties:-
East 09 mtrs widr road
West 12 Mtrs wide road
North Plot No 34 & 48
South | : |[PlotNo37 & 51
12 | Set-back area available around the building :- '
East 09.00 Mtrs
West 01.30 Mitrs The set back al.l ar(_)und the
North 02.00 Mirs building to ble mallnta'uned as per
South | : | 01.60 Mrs B

B. On inspection of this Institutional premises, the following fire prevention, fire fighting and
evacuation measures recommended are considered absolutely essential from fire safety point of

view:
I\SI:; Details v Ok Existing Recommendations
a0 \G
01. | Accessibility to the | {The' premises are Abutting 09 Adequate
W\ W ] /)
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Premises Mtrs wide Road Located on the
Eastern Side.
02 | No. of entrances 01 Entrance And 01 Exit -
03. | Width of entry / exit | Width Of entry/ exit Recommended to maintain of
Entry :05.75 Mtrs Entry/exit minimum 06.00 mtrs
Exit : 01.30 Mtrs width
04. | Diesel generators. Not Provided Recommended to provide a
Diesel Generator with Adequate
KVA Capacity for Alternative
power Supply to the Emergency
Provisions Of the buildings
05. | No. of staircases Nos. of o
available staircases i
s 01.70 m
staircases
Width of 30 Cm Adequate
treads
Helght of 15 Cm
risers
Nos. of riser ,
per ﬂlght 13 No’s
Height of 00.90 m
handrails
Head room 02.90 Mtr
Clearance
06. | No. lifts and Nos. of lifts 3 01
capacity.
No. of Patients lifts. | Capacity of : | 08  Persons i
lifts /544 Kg
07. | Fire extinguisher Provided the below | Recommended to provide:-
Extinguisher. 01) One ABC type extinguisher of 6
04 No’s ABC 4.5 Kg FE KG capacity for every 100 m? 2.
02 No’s ABC 6 Kg FE One CO2 extinguisher of 4.5 KG
capacity shall be provided near
electrical panel board.
02) 3. One hose reel hose required for
every 1000 m? of builtup area and
G I pipe of minimum 63 mm shall
be provided.
[All the extinguishers suggested
above (For every 100 Sq m One
Extinguisher) should be with B.LS.
markings and should be located at an
easily accessible position without
obstructing the normal passage and
maintained periodically]
08 | Hose reel hose Provided 05 No of Hose reel Complied

system.

hose of 40 mtr length with
drum and 02 no’s delivery

. . ‘."‘ ‘J/
hose pipes minimum 2% |

inch size of adequate length ¢ 4
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to reach the farthest point of
each floor has to be provide
with a shut off branch
having a nozzle of 2 mm
size. The hose reel hose has
been connected at each
landing by means of an

adaptor.

09

Down Comer

Not Provided

One down comer required for every
1000 m? of built-up area and down
comer pipe of minimum 80 mm shall
be provided and it should be
connected to terrace (RCC or FRP) /
Underground tank of Capacity 10,000
litres with 450 LPM booster pump.
Down comer systems near the
staircases should be provided. From
the down comer single hydrant outlets
at each landing should be provided.
Adequate B.I.S. marked reinforced
rubber lined delivery hoses of 63 mm
size to reach the farthest point of the
floor/setbacks from the system should
be provided with a branch pipe near
each hydrant outlet (both internal and
external) in a proper box

10

Manually operated
electronic Fire alarm
system.

Not Provided

Recommended to provide Manually
operated electrical fire alarm system
has to be installed each floor with call
boxes located near each “break glass’
type, where the call is transmitted
automatically to the control room
when the glass of the system is
broken. The call boxes have to
installed that their location can be
easily noticed from either direction
and will be at a height of one meter
from the floor level.

11

Terrace tank.

Provided 10000 Ltr Terrace
tank

Adequate

12

At the terrace tank
level with minimum
pressure of 3.5
kg/cm2

Not Provided.

To Provide 01 No of Booster pump
of capacity 450 LPM

11

No Smoking Board

Providled COTPA  Sec-4
Direction No Smoking area
Smoking hear is an offence
Board Should be written in
English & Kannada both
language Shall be
Prominently displayed at
inside the_ _Entry/Exist of

Adequate

Each Flogr, "150
3 & &
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12

Escape routes Provided Signage board with Complied

illuminated points for in
which direction to go outside
from the building for patient
& staff and also separate
light arrangement to the
illumination board by doing

from battery operated.
13 | Fire order Provided Notice boards Complied
indicating with Details of
action to be taken by the
employees in case of an
Emergency/fire has been
displayed with telephone
Number of Kalaburagi Fire
Station i.e. 08472-220101 &
Aland Fire Station 08477-
202151, 101 and of near by
Ambulance Service.
14 | Fire Siren Provided A fire Siren shall be Complied
installed in the premises to
inform the inmates in case of
a fire emergency and
evacuate the area.
15 | Public address Recommended to Provide Public
System Not Provided address system with two way
communication facility at each floor
of this building with its ‘control’ at
_ the ground floor level.
17 | Fire fighting Not Trained Recommended to 40% of the
training employees should be got trained in
the prevention & fire = Fighting at
the R.A.Mundkur Fire & Emergency
Services Academy, Bannerughatta
Road, Bangalore. Within 6 month of
date of issue this fire Safty
recommendation.
18 | Fire Precautionary measures

A.

SRR il

Q

Explosive and flammable materials should not be stored in the store room, UPS room,
Electrical panel area, class rooms, and laboratory and electrical cum panel premises.
Accumulation of combustible waste in and around the premises should be avoided.

The exit ways shall be always kept clear without any obstruction.

Liquefied petroleum gas should not be stored in the building.

The doors shall not be kept locked/latched during working hours and shall be free from
obstruction

During the class hours the class room doors shall not be locked from inside to outside
As per Hon’ble supreme court order all teacher’s and staff’s shall be trained to handle
safety equipment, initiate emergency evacuation and protect their students in the event
of fire and other emergency and the school shall observe the fire safety day on April
14" of every year by conducting Fire Safety drill with co-ordinate with fire service
department. J \

Chemicals, Solvents, Petroleum products / Exploswes, LPG, etc should not be stored in

'5" ‘ D5
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the building.

I. This Fire Safety Recommendation is issued from the fire prevention, fire fighting and
evacuation measures to the building. Karnataka State Fire & Emergency Services
Department is not responsible for the ownership of the land, its location and other
disputes, which may arise in due course.

If any additional construction work is taken up in the building/premises without informed to
the department, the Fire Safety Recommendation deemed to be cancelled and necessary legal
action will be initiated against the developer/management/tenant.

All requirements recommended above are as per National Building Code-2016 Part-4 clause 3.1.3
of Fire and Life safety will have to be complied with mandatorily.

Under the above circumstance, the Karnataka Fire & Emergency Services Department is
issuing Fire Safety Recommendation to “Shri Damodar Raghoji Memorial,School Located at
Plot No 35, 36, 49,50 CTS No 286 Sheet-232 Sy No 127/A Kapanoor Village Behind T.V
Station Humnabad ring road Kalaburagi-585104-. Under Shri Damodhar Raghoji Private
Trust ® Kalaburagi., subject to condition and compliance of the above recommendations in
Column-4 of Part-B within 3 months and obtain compliance from the undersigned.

“This Fire safety recommendation_is valid for only one year from the date of issue and
should be renewed without fail”.

Yours faithfully,

I
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